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This paper presents a novel smart local backup protection SLBP used for the 
support and backup of the protective relays in a smart substation. The 
proposed SLBP is based on the IEC61850 standards and the concept consists 
of the acquisition of Generic Object Oriented Substation Event GOOSE used 
for tripping and interlocks exchange between Intelligent Equipment Devices 
IEDs and the reading of the Sampled Value SV existing in the process bus 
coming from Mergin Units MU or Non-Conventional Instrument 
Transformers NCIT. Several logical schemes to protect different zones of the 
substation are presented and how can be integrated using data in the 
substation automation system. The SLBP was developed using an open 
source library and free operating system. Moreover, a low cost prototype is 
presented in order to evaluate the efficiency and the operation of the SLBP 
under diverse scenarios of the proposed logical protective schemes such us 
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1. INTRODUCTION  
The power systems become more loaded and complex especially with the energy and environmental 
challenges of the 21th century. The majority of power systems operate within their limits, therefore; a simple 
fault in the electrical power system which is not isolated at right time or a trip that doesn’t respect selectivity 
can cause a blackout to the entire grid example of the blackout of Northeast United States and Canada in 14 
August 2003 and the blackout of Italy in 28 September 200 [1]. 
Nowadays, substations use numerical protective relays for the protection of the primary equipment 
of the substation, each relay contains several protection functions such as overcurrent, overvoltage and 
distance protection. In the most cases the relay works independently from other relays existing in the 
substation, the relays trip after detecting a fault by respecting setting of threshold and time. This traditional 
concept suffers from several weakness of redundancy and reliability, because a mal operation of a relay such 
as a no tripping after a fault, a no respect of setting or a problem in the relay itself can cause   severe damage s 
to the substations. Thus, a necessity of backup and hierarchical structure of the protections [2]. 
With the integration of smart substations many concept of protection has been presented in literature 
such as wide area protection [3],[4] which protects a certain area of the grid nevertheless these concepts need 
a robust communication infrastructure which is not available in most cases. Furthermore, some backup 
Protections used to support the protection of substation based on direction comparison principle  and current 
differential protection principle were presented [5-8] however, those algorithms are complexes to be 
implemented in SAS (Substation Automation System) more than that no experimental tests or prototypes 
have been presented. In [9] authors present a prototype based on  the  current  differential principle scheme 
and IEC61850 implemented in an RTDS (Real Time Digital power system Simulation)  and some special 
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card for acquisition ,the cost of the presented solution is more expensive comparing to  SAS cost which is not 
economic for the use . 
In this paper, we present a novel concept of a smart local backup protection SLBP (Smart Local 
Backup Protection) used to support and backup of the substation’s relays, The SLBP is based on simple 
logical protective schemes used to protect specific zones of the substation, those logics schemes can be 
implemented easily in the SAS. The SLBP has been developed using an open access library of protocol 
IEC61850 and it has been implemented on an industrial computer us ing the free operating system Linux. 
Moreover, a low cost prototype has been presented for testing the proposed SLBP. 
The paper is structured as follow the first section presents the concept of SLBP in a smart 
substation, the second section describes several logical protection schemes integrated in the SLBP .Results of 
simulation with the proposed platform are presented in the last section followed by a conclusion. 
 
 
2. THE SMART LOCAL BACKUP PROTECTION CONCEPT 
A smart substation is based on advanced new technologies of communication, NCIT (non-
conventional instrument transformers) and intelligent primary equipment; those technologies are able to fulfil 
requirements of reliability, efficiency flexibility, and environmentally friendly operation. 
The SAS of smart substation is based on IEC61850 communication standards , the architecture of 
the SAS  called “three-layer-two-network”  consists of three levels : the process level , bay level and station 
level .The process level contains typically intelligent circuit breakers , intelligent sensors , MU (Merging 
Unit) and NCIT . All those devices are connected by a communication network called the Process Bus. The 
bay level devices are used for control, monitoring and protection while the station level consists of HMI 
(Human Machine Interface) and gateways for remote communication with SCADA and other substations.  
The process bus is based on both the transmission of SVs (Sampled Values) of current and voltage 
according to IEC61850-9-2 and the transmission of trips control by the high speed communication of the 
GOOSE (Generic Object Oriented Substation Event) according to IEC61850-8-1 standards. 
The most efficient SAS architecture proposed for smart substations is presented in Figure 1, which 
consist of a redundant zero switchover network using the PRP (Parallel Redundancy Protocol) protocol in the 






Figure 1. Smart Substation SAS 
 




The SLBP is a DAN (double Attached Node) devices connected to the bay level. The SLBP uses 
SVs available from different MU in the process bus and uses data of organ’s position coming from IEDs 
(Intelligent equipment) devices in GOOSEs. The SVs and GOOSEs are used in logical schemes whose 
outputs are send as GOOSE to IEDs for tripping or interlocking. The advantage of this architecture is that the 
SLBP will benefit from the redundant network, so any loss of data in one network can be backed up in the 
other one, which will offers a secure and reliable protection to the substation. The SLBP offers the possibility 
to implement different protection schemes. In this paper, we propose some simple schemes characterized by 
efficiency and rapidity that can be implemented in the most of substations. For the sake of a better 
demonstration of the concept we took the example of substation presented in Figure 2. This substation 
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contains 2 transformers (T1, T2), and two switchgears consisting of 4 incomers (I1-2, I1-1, I2-1, I2-2), 2 bus 
couplers (C1, C2) and 20 feeders (F1-F20). The Substation can be divided into 4 zones as follow: 
• Zone 1: protection of the Circuit breaker. 
• Zone 2: Protection of the MV cable between transformer and incomer. 
• Zone 3: Protection of the switchgear busbar 
• Zone 4 : Protection of primary equipments  
The proposed protective relay Schemes suggested for each zone are discussed next. 
 
 
3. THE PROTECTIVE RELAY SCHEMES 
a. Cable ground-fault protection 
In order to protect the MV (Medium Voltage) cable linking the transformer and the incomer the 
following protection scheme is used. If the transformer’s relay detects a fault and the incomer’s relay didn’t 
detect fault, this means that the fault occurred in the MV cable, thus; the main transformer relay should trip 
both the circuit breaker of transformer and the incomer in order to isolate the cable. In traditional substations 
this protective logic is done by wiring the pickup overcurrent protection outputs from the incomer relay to the 
transformer main relay. If this wire is cut or isn’t well connected in the right input of the transformer’s relay  
this can lead to a dysfunction of the tripping logic which can cause severe damage to the MV cable and the 
circuit breakers. This protective scheme was implemented in SLBP using GOOSE exchange between 
incomer’s relay and transformer’s relays as shown in Figure 3. Both transformer’s relay and incomer’s relay 
publish a GOOSE after detecting a fault, if the SLBP receives a GOOSE from the transformer’s relay and 
didn’t receive a GOOSE from the Incomer’s relay then the SLBP send an instantaneous trip GOOSE t o 
transformer and the incomer’s relays to isolate the fault. 
 
b. Switchgear busbar protection  
In order to protect the switchgear busbar against internal fault the following protection scheme is 
used. The operation of this scheme depends on the busbar coupler CB as follow: 
• If the bus coupler circuit breaker is open then: 
If the incomer’s relay detects a fault and no one of feeders connected to the half busbar of this 
incomer detect a fault, the fault is considered as an internal fault in the switchgear busbar so in this case the 
SLBP must react and send trip orders to open the CB of the incomer and isolate the half busbar. 
• If the bus coupler circuit breaker is close: 
If the incomer’s relay detects a fault and no one of the feeders relays connected to the busbar detect 
a fault, then the fault is considered in the switchgear busbar, so in this case the SLBP must react and send trip 
orders to open both circuit breakers of the incomer and bus coupler after 200ms the SLBP recheck if the fault 
is still present then sends trip order to the circuit breaker of last incomer so that the busbar can be totally 
isolated. This logic was implemented in the SLBP by using GOOSEs published from the feeders’ relay and 
the incomer’s relays, in the case of detecting a fault, which they will be used by the SLBP according to the 
described logic. 
 
c. Circuit breaker failure protection 
This protection is used to protect a circuit breaker that fails to trip after an order due to a problem in 
the wire trip order or in the circuit breaker itself. In this case, the circuit breaker must be isolated. 
The following logic was implemented in the SLBP in order to protect a CB failure: If a tripping 
order is sent to a circuit breaker the same order is sent as GOOSE to the SLBP which triggered a counter, 
then after a defined time, example 300ms, if the SLBP didn’t receive a GOOSE indicating the open position 
of the CB, as a result the SLBP send trip orders to other sources that can feed the fault in order to isolate the 






Figure 3. Cable ground-fault protection logic 
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d. Backup function protection 
Using the Sampled Value measurements in process bus, the SLBP can play the role of a Backup 
function protection of all protective relays existed in the substation, by using the same principle they use. As 
a demonstration example we use the overcurrent function protection. 
The sampled value of current given from MU are used by SLBP and in the same time the SLBP 
checks the GOOSE of the overcurrent pickup of the protective relay. If the value of the GOOSE is “true” this 
mains that the protective relay detects the fault and is going to trip after the setting time, in this case the 
SLBP don’t act. If the value of the overcurrent pickup GOOSE is “false” and the SV of the current is over the 
threshold setting, this mains that the protective relay didn’t detect the fault, in this case the SLBP   starts 
counting to 2Ts/3 and it checks again the value of GOOSE if it sill “false” then the SLBP sends a trip order 







T              (1) 
Where: 
Ts: Setting time of tripping overcurrent function 
Figure 5 describes the logic of overcurrent backup function protection. 
The same Principe can be applied to other protection functions such as overvoltage, under voltage, over 





Figure 5. Backup function protection logic 
 
4. SIMULATION & RESULTS 
In order to validate the efficiency of the proposed solution, the SLBP was built using an open source 
library dedicated to the IEC61850 protocol and offers the possibility to publish and subscribe GOOSEs and 
SVs. Then, the SLBP was deployed on an industrial computer containing the free operating system Linux 
Ubuntu .For the sake to avoid the packet storm that can happened in the network, the SLBP was programmed 
to take in consideration only Ethernet packets of GOOSE or SV by filtering the packet types where the 
GOOSE type is 0x88b8 and the SV type is 0x88ba. 
Figure 6 presents the low cost platform used for tests. The platform consists of two numerical 
protective relays VAMP, a laptop and a switch. The laptop is used for the analysis and which contains the 
software IEDScout from Omicron this tool allows the analysis of IEC61850 networks and especially to 





Figure 6. Architecture of the test platform 
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Using the described platform the three following protection schemes were applied on the example 
presented in Figure 7: 
• Breaker failure protection 
• Cable ground-fault protection 
• Backup function protection 
 
a. Breaker failure protection 
The fail trip of the incomer’s circuit breaker was  tested following two scenarios . Scenario 1: The 
incomer’s relay sent an order of trip and the circuit breaker tripped successfully. Scenario 2: The incomer’s 
relay sent an order of trip but the circuit breaker fails to trip and remained close. The captures from IEDScout 










Figure 9. Scenario 2 IEDScout capture of Breaker failure 
 
 
The first capture shows that relay 2 sent a trip order to the incomer’s CB and in the same time 
published a GOOSE GOOSE1 (VAMPRELAY2/LLN0$GO$gcbGOOSE1), after the SLBP has received the 
GOOSE1 by the SLBP it started waiting to receive the change status of the CB, after 250,120ms the CB 
opened and relay 2 published a second GOOSE indicating the status open of the CB 
(VAMPRELAY2/LLN0$GO$gcbGOOSE2).Finally the SLBP received the GOOSE and as result it didn’t 
act. In the second Scenario the SLBP received GOOSE trip from relay 2 
(VAMPRELAY2/LLN0$GO$gcbGOOSE1) but after 300ms the SLBP did not  receive GOOSE of CB open 
position, so the SLBP sent GOOSE (SLBPIED/LLN0$GO$gcbGOOSE1) tip to relay 1 after 4.852ms in 
order to isolate the failed CB. In the two scenarios the SLBP acted as was described in the CB failure section. 
 
b. Cable ground-fault protection 
In this test the ground-fault protection between the transformer and the incomer was simulated.  The 









Figure 11.Case 2 IEDScout capture 
 
 
In the first case, relay 1 detected a fault and sent. 
GOOSE(VAMPRELAY1/LLN0$GO$gcbGOOSE1) to SLBP, but relay 2 didn’t detect the fault, so the 
SLBP sent instantaneous trip GOOSE (SLBPIED/LLN0$GO$gcbGOOSE2) to relay 1 and relay 2. In the 
second case the relay 2 detected a fault and published a GOOSE (VAMPRELAY2/LLN0$GO$gcbGOOSE1) 
after that relay 1 detected fault and published a GOOSE (VAMPRELAY1/LLN0$GO$gcbGOOSE), this 
means that the fault has been detected first by incomers then by the transformer which correspond the normal 
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behavior of a fault that occurs in the downstream of the incomers so in this case the SLBP didn’t act and wait 
the normal trip of other relays. In the two cases the SLBP act as it was described in the cable ground-fault 
protection section. 
 
c. Backup function protection 
In this test other tools were used to publish and visualize sampled value, the software Volcano 
allows to publish sampled value of current and voltage according to IEC61850-9-2, and the software 61850 
Eagle visualize the waveform and the magnitude of the sampled values . Figure 12 shows the waveform of a 










Figure 13.WireShark capture of SV packet 
 
 
Effectively the type of the Ethernet packet effectively to the SV (0x88ba) and the ID of the 
published SV is “SV_SIM” which was conFigureured to be subscribed by the SLBP. In this test the backup 
of an overcurrent function was simulated using the setting given in Table 1. 
 
 
Table 1. OVERCURRENT SITTING 




In order to debug and monitor the operation of the SLBP, we conFigureure 4 GOOSES as follow: 
GOOSE1: (SLBPIED/LLN0$GO$gcbIED1F511G1) this GOOSE is sent when the SLBP detected that the 
current exceeded 500A. GOOSE2: (SLBPIED/LLN0$GO$gcbIED1F511G2) this GOOSE is sent to inform 
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that   2Ts/3 is elapsed and trip is in Ts/3. GOOSE3: (SLBPIED/LLN0$GO$gcbIED1F511G3) this GOOSE is 
sent after Ts is elapsed to trip the CB. GOOSE3: (SLBPIED/LLN0$GO$gcbIED1F511G4) this GOOSE is 
sent if the VAMP relay detectzs also the fault and sent it’s pickup GOOSE to the SLBP. 
The test was done following the two scenarios: Scenario 1: the SV of current over 500A and the 
Vamp relay didn’t detect the fault. Scenario 2: the SV of current over 500A and the vamp relay detected the 










Figure 15.Overcurrent function IEDScout capture scenario2 
 
 
In the first case when the current was over 500A the SLBP sent GOOSE 1 and after 
t_1=(2*T_s)/2=1.002511s the SLBP didn’t receive any pickup overcurrent GOOSE from the transformer’s 
relay, so it sent GOOSE 2 to inform that a trip will occurred in Ts/3. After 500ms, the SLBP sends GOOSE 3 
to trip the CB. The total time between detecting I>500A and sending tripping GOOSE3 is equal to 1,505806s 
which corresponds to the setting of overcurrent relay. The SLBP has successfully executed its function.  
In the second case was over 500A the SLBP sent GOOSE 1 but after 1,069099s it received a pickup 
overcurrent GOOSE from VAMP relay .the SLBP stop the program and send GOOSE4, also in this case the 
SLBP has successfully executed its function. The test results show that the proposed protection schemes are 
able to effectively improve the security and reliability of protection as well as  reduce risk of equipment’s 
failure and protection’s mal operations. 
 
d. Advantages of SLBP over other solutions  
The proposed architecture, protection schemes and testing results prove that the SLBP has the 
following advantages: 
 The SLBP employs simple logic schemes which guarantee the good operation better than complex 
algorithm such as current differential that requires high speed acquisition and time synchronization 
precision. 
 Comparing with Wide Area backup protection WABP, the amount of data required by the SLBP is less 
important. Moreover, in the case of the SLBP all data are present in the same location and in a redundant 
network which make data more controllable, which is not the case in WABP that requires data from 
different substations and that make the probability to lose data greater. 
 In the SLBP the proposed protections schemes can be applied in most of substations as they protect the 
hall substation and can be divided into simple specific zones, which is more difficult and requires a good 
knowledge of the electrical grid in the case of WABP. 
 The price of the SLBP is cheaper comparing with other solutions as the SLBP is based on free 
development library and free operating system. 
 The SLBP can be tested independently from the substation, as we did in  our tests, because GOOSEs and 
SVs can be simulated using free tools in order to verify the good operation of SLBP and after validation 
it can be integrated in the substation which will reduce the cost of commissioning and also reduce the 




The proposed smart local backup protection presents more security to the substation, by preventing 
catastrophic damage caused by communication faults or defects of substation automation system 
equipment’s. In this paper, we present how easily the SLBP can be implemented in the SAS using GOOSEs 
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and SVs from different IEDs; also, a low cost simulation platform has been presented to be sure of the 
operation of the protection schemes deployed in the SLBP. We present three logical protection sc hemes, but 
many other protection schemes can be implemented using the same principle which will make the object of 
our future works. Eventually testing result demonstrates that the SLBP can be recognized as an enhancement 
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